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The power system architecture is presented by a series of schematics
which illustrate the PMAD system at the component level, including converters,
controllers, switchgear, rotary power transfer devices, power and data cables,
remote power controllers, and load converters. Power distribution options,
reference power management, and control strategy are also outlined. A summary
of advanced development status and plans and an overview of system test plans
are given.
TECHNOLOGY OPTIONS FOR FUTURE HIGH POWER AEROSPACE ELECTRIC SYSTE/V,S
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Q POWER COMPONENT AND SUBSYSTEM DEVELOPMENT
- FUNCTIONAL AND LIFE TESTING
- SYSTEM DEMONSTRATION
• POWER MANAGEMENT INTEGRATED CONTROL NETWORK
- COMPUTER CONTROL HARDWARE
- NETWORK CONTROL SCHEME
- SYSTEM SOFTWARE
• POWER SYSTEM SIMULATION AND CONTROL
- COMPONENT AND SYSTEM MODELS
- REAL AND NON - REAL TIME SIMULATION
- CONTROLALGORITHMS
- POWER MANAGEMENT ALGORITHMS





• AC POWER CONTROLLERS AND BUS ISOLATORS
• SEMI - CONDUCTOR PACKAGING
• DC SWITCHGEAR
POWER SYSTEM HARDWARE
• HIGH FREQUENCY (20KHZ) POWER SYSTEM
• HIGH EFFICIENCY CONVERTERS
• LOW FREQUENCY (400 Hz ) POWER SYSTEM
POWER/V,ANAGEMENT AND CONTROL
• NETWORK CONTROL SYSTEM
• SIN,ULATIONS
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ENTRANCE CONTROL LAB. 
FLOOR PLAN 
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